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Questions and answers 
 

Supplying a representative Fishery Co-operative with Freezing, product storage and primary 

processing equipment 

1. Publication reference 

EuropeAid/125615/D/SUP/HR 

     2. Procedure 

Open 

3. Programme 

Phare 2005 

4. Financing 

 

5. Contracting authority 

      Ministry of Finance of the Republic of Croatia, Central Finance and Contracting Unit 

 

 

QUESTIONS ANSWERS 

 
1. What are the maximum dimensions of 

products to be frozen? 
 
2. Freezing process will be done with large 

trays put on to trolleys. Is this process 
appropriate?  

 
 
3. What is the vertical and horizontal distance 

between cell box and remote condensation 
unit? 

 
4. We plan to produce inner and outer surfaces 

of cell box and housing of condensing unit of 
316 quality stainless steel sheet. Is it 
appropriate? 

 
 
5. We will produce the cell box with 

polyurethane filled cold room panels width 
120 mm. Is it appropriate? 

 
6. Is there a possibility to dig the ground as floor 

panels 120 mm, so there will not be a level 
difference between the ground and the cell 
box or do we have to use a ramp to access 
the box? 

 
 
7. Is a hinged door with 100 x 200 cm clear 

opening appropriate for the cell box? 
 
 

 
1. Maximum dimensions of products are cca 
500x300x200 mm 
 
2. Yes, this process is appropriate. 
 
 
 
 
3. Any arrangement which would allow rapid freezing 
and maintaining of the temperatures specified in the TS 
will be allowed. 
 
4. Yes, this is appropriate. 
 
 
 
 
 
5. Yes, it is appropriate, as well as some other solutions.  
 
 
 
6. Yes, the possibility as stated in this question exists. 
 
 
 
 
 
 
7. It depends on the details of the technical 
characteristics of your product. 
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8. Will the remote condensing unit be outside or 
inside the building? If inside, the building 
must be ventilated. If outside, there must be 
a lean-to roof against sunrays and rain etc. In 
both cases, will you or we provide these 
process and equipment? 

 
 
9. Will you provide the required electricity to our 

electric control panel? If not, what is the 
distance between the place you want to put 
the cell box and the present electric control 
box? 

 
10. Will you provide the connection of 

refrigerator’s drainpipe to the main drainpipe 
of the building? If not, what is the distance 
between the place you want to put the cell 
box and the main drainpipe of the building? 

 
 
11.  In the Technical Grid sheet, under Lot 1, 

Freezing Tunnel; user manual has said to be 
in Croatian and in English. Would you accept 
if the manual were only in English? 

 
12. Item 1., Lot 1 – a frizzing capacity of 30 to 50 

Kg/h is required but the capacities of this kind 
of tunnels are much bigger. Please clarify if 
this data is correct. 

 
 
13. With Ref. to Lot 1 – Freezing Tunnel. Can 

you please give some additional details 
about the type of Freezing Tunnel, the 
customer is looking for. Do the end user, 
wants a freezing tunnel with a conveyor 
system .   

 
14. With Ref. to Lot 3 – Filleting Equipment, Item 

4 – Manual Scaling Machine, please clarify 
whether the customer need a manual scaling 
machine as well as a table for manipulation.  

 
15. With Ref. to Lot 5 – Packing Equipment. 

What are the products that will be packed. In 
what type of containers, dimensions & 
volume of container, the ouput/hour and the 
material of the container.Accesories that the 
end user, might be needing.  

 
16. With Ref. to Lot 8 – Curling Washing 

Machine. Do the end user want a complete 
system or a curling washing machine only.  

 
17. Lot 3 – Item 1 Filleting machine for small 

demersal fish: Please specify type of species 
that this machine will be used for and 

8. It will be inside. The Bidder is expected to provide the 
necessary equipment 
 
 
 
 
 
 
9. Yes, we will provide required electricity.  
 
 
 
 
 
10. Yes, we will provide it. 
 
 
 
 
 
 
11. It has to be in Croatian and in English. 
 
 
 
 
12. Yes, this data is correct. 
 
 
 
 
 
13. Conveyor system is not necessary.  
 
 
 
 
 
 
14.The customer needs a manual scaling machine as 
well as table for manipulation. 
 
 
 
15. Technical features are required as specified in the 
Technical Specification for Lot 5. 
 
 
 
 
 
16. End user needs curling washing machine only. 
 
 
 
17. This machine will be used for fish that belongs to 
family Gadidae and if is possible family Mullidae. 
Required capacity is 8-15 pcs/kg. Minimum 0,1- 0,5 T/8 
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capacity required (how many fish per 
minute). 

 
18. Lot 3 – Item 2 Filleting machine for small 

pelagic fish: Please specify types of species 
that this machine will be used for and 
capacity required. 

 
19. Lot 3 – Item 3 Manual scaling machine: 

Please specify type of species that this 
machine will be used for and capacity 
required. 

 
20. Lot 3 – Item 4 Guillotine: Please specify type 

of species that this machine will be used for 
and capacity required. 

 
 

 
 

 
 
  
               

hours. 
 
 
18. This machine will be used for Sardina pilchardus ----
32- 42 pcs/kg. Required capacity is minimum 02-05T/8 
hours 
 
 
19. This machine will be used for family 
Sparidae.Capatity. The other technical features are 
required as specified in the Technical Specification. 
 
 
20. This machine will be used for family Sparidae. The 
other technical features are required as specified in the 
Technical Specification. 

 


